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(1} Th ing h th tructed o i
€ nursing home must be construg o ack! ; S
: ' Corrective action(s) accomplished for those
arranged and maintained to ensure the safety of residents found to have been affected:
the resident,
All tesidents had the potential to be affected.
This Rule is not met as evidenced by: :
Based on observation, Interview and record On November 7, 2011 the fire watch policy was
review, the facility failed to assure the sprinkler Mt mmedlatly by the Dirsto of
system was maintained and operable. ' .
The findings include:
Record review and interview with the How other residents having the potential to
Maintenance Director, on November 7,2011 at be affected were identified and corrective
3:45 p.m. revealed the sprinkler system, action(s) accomplished:
consisting of a single dry sprinkler riser, supplied a
the entire 47,000 sqft building. This has the f:ﬁf}“\ﬂﬁ i?ﬁ ﬁ:&b::r :&gf zﬁtﬂ]:\f sr;::}ct!cell
potential 10 affect all residents, staff, and visltors system is inspected and the Department allows
In the facility. The resident census was 161 on - us to lift the watch.
the day of the survey.
Record review and interview with the 0!1 Navemh_er 18,2011 t?le Assistant City of
Maintenance Director, also revealed the facility e ﬂxif;rfmmf: i b
failed to have a dry system_ frip test annually. Kingsport Fire Department on the new system,
Sprinkier records were raviewed beginning with
July 9, 2007. There was one dry system trip test
record dated October 10, 2011. Review of the trip On November 18, 2011 at approximately 1:15
test report from October 10, 2011 resulted In 3 el il ol im[: E,?
time of 8 min 30 seconds for the dry valve to trip PP Mot S bonbdl
open, This failed to maet the 80-ss¢ond limit for
water to flow from the Inspectors test valve. Measures or systematic changes put into
connection and indicatad the sprinklar syatem Place to ensure the deflelent practice does not
failed to function as design and was impaired e
(NFPA 25, 11-5) on from Qctober 10, 2011, The old spri :
: i ' inkl tem has b laced
Imerv'ie.w with the Sprinkler company service wi&‘;n:&rsysr::ﬁ s heng e
technician over the telephons, on November 7,
2011 at 3:30 p.m. confirmed the dry system trip As of November 17, 2011 the new system is
test was unacceptable and this was discussed fally functional and being monitorc.
this with the Maintenance Director. The facility
failed to perform any corrective actions as a result
of the unsatisfactory test,
Based on record review and Interview, the facility
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failed to assure the facllity * s fire watch policy
was implemented when the sprinkler system frip
tast falled to activate in the required 60 saconds
and remained Inoperable for more than 4 hours.
The findings include:

Record review and interview with the
Maintenance Director, on November 7, 2011 at
3:45 p.m. revealed the dry system trip test report
from October 10, 2011 resulted in an
unacceptable trip time of 8 min 30 seconds. This
failed to meet the 60-second fimit for water to flow
from the inspectors test valve connection and
indicated the sprinkler system failed to function as
designed and was inoperable. The facility
incorrectly initiated their fire watch policy at 4:55
p.m. on Novernber 7, 2011,

Record review of the fire watch policy and
interview with the Maintenance Director, on
November 8, 2011 at 3:45 p.m. revealed the
facility failed to properly follow thelr firawatch
policy. The facillty failed to notify the locai fire
department and State Licensing agency when the
sprinkler system was found to be inoperable on
Qctober 10, 2011. On Noyember 7, 2011, when
the firewatch was originally implemented, the
fagility failed to inspect the attic area for fire or

| smoke.

- As of November 17, 2011 the new system will

N 831 cont.

Quality Assurance program put into place to
monltor corrective actions and ensure the
deficient practice will not recur:

be put on a regular maintenance program to
keep it in operation with current regulations.
The Maintenance Director or the Maintenance
Assistant wifl report any issucs to the Quality
Assurance Committee (which consists of the
Medical Director, Administrator, Director of
Nursing, Assistant Director of Nursing, Risk
Manager, etcyona ongoing basis,
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